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*15-045397*
Work Order

15-045397
Status: READY TO CLOSE

 

Work Order Assignment Report
Work Order

Description: REPAIR AC UNIT IN ROOM 101 Created By: SSTERNER

Date Created: Jun 23, 2015, 12:16 PM

Desired Date:  

Customer Request: 197135

Type: MAINTENANCE (MAINTENANCE) Category: CORRECTIVE (Repair 
failure)

Project:  Problem Code:  

Organization
Organization: F00750 (BIO SECURITY AND FOOD SAFETY CENTER)

Requestor: BIO SECURITY AND FOOD SAF (null)

Contact: CHARLEY DAVIS

Contact Email: chardavi@nmsu.edu Contact Phone: 644-4391

Property
Region: NMSU (NEW MEXICO STATE UNIVERSITY) Facility: LAS CRUCES (LAS 

CRUCES)

Property: 367 (VERLOFFICE/LAB)

Shop
Shop Person:  Shop: MECHANICAL (F00471: 

MECHANICAL SHOP 
(FORMERLY HVAC/
MECH))

 

Phase 
Assignment

*001* Phase

001
Status:  WORK 

COMPLETE
 

Phase
Description: REPAIR AC UNIT IN ROOM 101 Created By: SSTERNER

Date Created: Jun 23, 2015, 12:16 PM

Estimated Start:  

Estimated End:  

Location: 101 (CAHFS LIVESTOCK INSECT LAB PREP) Priority: 3-ROUTINE

Shop: MECHANICAL (F00471: MECHANICAL SHOP (FORMERLY 
HVAC/MECH))

Funding Source: Shop

Work Code: D3000 Work Code Group: UTILITIES (HVAC: ALL 
HEATING, VENTILATION 
AND AIR CONDITIONING 
PROBLEMS IN A 
BUILDING INCLUDES T-
STATS)

Equipment
Equipment:  Equipment Group:  

Asset Tag:  Asset Type:  

Contractor
Contractor:  Contract Type:  

Phone:  Contract #:  

Address:  
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Shop Assignments
 

Shop 
Person:

FERNCANA (FERNANDO CANALES) *FERNCANA*

Primary:  Certified: No

Assigned 
By:

CATANACH Assigned 
Date:

Jun 26, 2015

 

Other
Extra Descriptions

Work Order 
Extra 
Description:

 

Phase Extra 
Description:
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*15-045397*
Work Order

15-045397
Status: READY TO CLOSE

 

Work Order Assignment Report
Work Order

Description: REPAIR AC UNIT IN ROOM 101 Created By: SSTERNER

Date Created: Jun 23, 2015, 12:16 PM

Desired Date:  

Customer Request: 197135

Type: MAINTENANCE (MAINTENANCE) Category: CORRECTIVE (Repair 
failure)

Project:  Problem Code:  

Organization
Organization: F00750 (BIO SECURITY AND FOOD SAFETY CENTER)

Requestor: BIO SECURITY AND FOOD SAF (null)

Contact: CHARLEY DAVIS

Contact Email: chardavi@nmsu.edu Contact Phone: 644-4391

Property
Region: NMSU (NEW MEXICO STATE UNIVERSITY) Facility: LAS CRUCES (LAS 

CRUCES)

Property: 367 (VERLOFFICE/LAB)

Shop
Shop Person:  Shop: MECHANICAL (F00471: 

MECHANICAL SHOP 
(FORMERLY HVAC/
MECH))

 

Phase 
Assignment

*002* Phase

002
Status:  WORK 

COMPLETE
 

Phase
Description: PLEASE INSTALL A NEW DISCONNECT FOR THE NEW AC 

UNIT, AND INSTALL NEW POWER SUPPLY TO IT.
Created By: FERNCANA

Date Created: Sep 28, 2015, 5:03 PM

Estimated Start: Oct 5, 2015

Estimated End:  

Location:  Priority: 3-ROUTINE

Shop: ELECTRIC (F00461:ELECTRIC SHOP) Funding Source: Shop

Work Code: D5000 Work Code Group: UTILITIES (ELECTRICAL)

Equipment
Equipment:  Equipment Group:  

Asset Tag:  Asset Type:  

Contractor
Contractor:  Contract Type:  

Phone:  Contract #:  

Address:  

Shop Assignments
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Shop 
Person:

DAVEROOT (DAVID ROOT) *DAVEROOT*

Primary:  Certified: No

Assigned 
By:

MLUCHAU Assigned 
Date:

Sep 30, 2015

 

Other
Extra Descriptions

Work Order 
Extra 
Description:

 

Phase Extra 
Description:
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